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I.  PROJECT NARRATIVE 
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II. BULK SAMPLE LOCATION DIAGRAMS 
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III.  SAMPLE LOG AND RESULTS TABLE 

Sample 
Number 

Location Material Sampled Percent 
Asbestos 

1  Crawl Space 1 wall black tar NAD 

2  Crawl Space 1 wall black tar NAD 

3  Crawl Space 1 wall black tar NAD 

4  Crawl Space 1  pipe penetration red caulk NAD 

5  Crawl Space 1  pipe penetration red caulk NAD 

6  Crawl Space 1  pipe penetration red caulk NAD 

7  Crawl Space 1  pipe penetration yellow caulk NAD 

8  Crawl Space 1  pipe penetration yellow caulk NAD 

9  Crawl Space 1  pipe penetration yellow caulk NAD 

10  Crawl Space 1  pipe penetration gray cement patch NAD 

11  Crawl Space 1  pipe penetration gray cement patch NAD 

12  Crawl Space 1  pipe penetration gray cement patch NAD 

13  Crawl Space 1  ceiling black paper NAD 

14  Crawl Space 1  ceiling black paper NAD 

15  Crawl Space 2 ceiling black paper NAD 

16  Crawl Space 1 air cell pipe insulation 20 

17  Crawl Space 1 air cell pipe insulation 25 

18  Crawl Space 1 air cell pipe insulation 30 

19  Crawl Space 1 pipe joint insulation 30 

20  Crawl Space 1 pipe joint insulation 40 

21  Crawl Space 1 pipe joint insulation 40 

22  Crawl Space 1 Foil pipe  wrap cover paper NAD 

 
NAD = No Asbestos Detected 
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Sample 
Number 

Location Material Sampled Percent 
Asbestos 

23  Crawl Space 1 Foil pipe  wrap cover paper NAD 

24  Crawl Space 1 Foil pipe  wrap cover paper NAD 

25  
Tunnel 2  
lower level entry by boiler room ground 

debris NAD 

26  
Tunnel 2  
lower level entry by boiler room ground 

debris NAD 

27  
Tunnel 2  
lower level entry by boiler room ground 

debris NAD 

28  
Tunnel 2  
lower level entry by boiler room ground 

air cell pipe insulation debris 30 

29  
Tunnel 2  
lower level entry by boiler room ground 

pipe joint insulation debris 30 

30  
Tunnel 2  
lower level entry by boiler room ground 

pipe insulation debris 20 

31  
Tunnel 2  
lower level entry by boiler room ground 

tar NAD 

32  
Tunnel 2  
lower level entry by boiler room ground 

fiber glass pipe insulation 
and debris 

NAD 

33  
Tunnel 2  
lower level by boiler room ground 

debris NAD 

34  
Upper Boiler Room Tunnel  
around Gym 

pipe joint dope sealer <1 

35  
Upper Boiler Room Tunnel  
around Gym 

pipe joint dope sealer <1 

36  
Upper Boiler Room Tunnel            
around Gym  ground 

debris NAD 

37  
Upper Boiler Room Tunnel            
around Gym ground 

debris NAD 

38  
Upper Boiler Room Tunnel            
around Gym ground 

debris NAD 

39  
Upper Boiler Room Tunnel            
around Gym ground 

debris NAD 

40  
Upper Boiler Room Tunnel            
around Gym ground 

debris NAD 

41  
Upper Boiler Room Tunnel  
around Gym 

fire stop caulk NAD 

42  
Upper Boiler Room Tunnel  
around Gym 

fire stop caulk NAD 

43  
Upper Boiler Room Tunnel  
around Gym 

fire stop caulk NAD 

44  
Gym Area 
 

debris NAD 

45  
Gym Area ceiling 
 

tar paper NAD 

 
NAD = No Asbestos Detected 
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Sample 
Number 

Location Material Sampled Percent 
Asbestos 

46  
Gym Area 
 

red fire stop caulk NAD 

47  
Gym Area 
 

red fire stop caulk NAD 

48  
Gym Area ceiling 
 

tar paper NAD 

49  
Gym Area ceiling 
 

tar paper NAD 

50  Crawl Space by Auditorium pipe joint dope sealer NAD 

51  Crawl Space by Auditorium pipe joint dope sealer NAD 

  
NAD = No Asbestos Detected 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 


